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D1. EXISTING TO REMAIN DEVICES/EQUIPMENT IS SHOWN IN LIGHT DS. CABLES LABELED “ASCOM PHONE SYSTEMS; DO NOT DEMO”
LINES AND DEVICES/EQUIPMENT TO BE DEMOLISHED IS SHOWN IN SHALL BE EXISTING TO REMAIN. THESE CABLES SHALL BE
DARK LINES. PROTECTED DURING DEMO.
D2. REMOVE ALL ELECTRICAL WORK IN AREAS FOR DEMOLITION D9. THE PATIENT WANDER SYSTEM SHALL REMAIN ACTIVE FOR
UNLESS SHOWN OTHERWISE OR INDICATED TO REMAIN. 7W DURING ALL 7E CONSTRUCTION.
PANEL C7 D3. DISCONNECT AND REMOVE LIGHTING FIXTURE(S) IN AREAS
SCHEDULED FOR DEMOLITION. REMOVE ALL ASSOCIATED JB(S),
EXPOSED C(S) AND W(S) BACK TO PNL BOARD.
PANEL 701H
D4. DISCONNECT AND REMOVE ALL RECEPT(S) IN AREAS FOR KEY NOTES:
DEMOLITION. REMOVE ALL ASSOCIATED JB(S) EXPOSED C(S) AND
W(S) BACK TO PNL. [1> PULL BOXES AND CABINETS EXISTING TO REMAIN,
DS. DISCONNECT AND REMOVE ALL EX LIGHT SWITCHES IN AREAS
SCHEDULED FOR DEMOLITION. REMOVE ALL ASSOCIATED JB(S), [2> EXISTING PANELS TO BE REPLACED. SEE DRAWING
EXPOSED C(S) AND W(S) BACK TO PNL. E11 FOR DETAILS.
D6. AFTER REMOVAL OF ALL C(S) SEAL OFF ALL PENETRATIONS. [3> HEADWALL UNIT
D7. REMOVE ALL ASSOCIATED JB(S). [4> EXISTING TO REMAIN. CONTRACTOR SHALL REMOVE,
SAVE, AND REINSTALL LIGHTING FIXTURES IN NEW CEILING.
PANEL A7H
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